Abstract: Short-term load dispatching (STLD) for a hydropower plant with multiple turbines in one tunnel (HPMTT) refers to determining when to startup or shutdown the units of different tunnels and scheduling the online units of each tunnel to obtain optimal load dispatch while simultaneously meeting the hydraulic and electric system constraints. Modeling and solving the STLD for a HPMTT is extremely difficult due to mutual interference between units and complications of the hydraulic head calculation. Considering the complexity of the hydraulic connections between multiple power units in one tunnel, a two-phase decomposition approach for subproblems of unit-commit (UC) and optimal load dispatch (OLD) is described and a two-stage model (TSM) is adopted in this paper. In the first stage, an on/off model for the units considering duration constraints is established, and the on/off status of the units and tunnels is determined using a heuristic searching method and a progressive optimal algorithm. In the second stage, a load distribution model is established and solved using dynamic programming for optimal load distribution under the premise of the on/off status of the tunnel and units in the first stage. The proposed method is verified using the load distribution problem for the Tianshengqiao-II reservoir (TSQII) in dry season under different typical load rates. The results meet the practical operation requirements and demonstrate the practicability of the proposed method.
Introduction
With abundant hydropower resources, China has a total theoretical hydropower potential of 694 GW and a total technical exploitable hydropower installed capacity of 542 GW [1] . However, the spatial distribution of hydropower generation and load demands are geographically uneven in China; hydropower generation is abundant in southwestern China, while most of the energy is required in the central and southeastern areas of China. Therefore, a group of large hydro-power projects have been developed and are in development in the southwestern regions of China during the past two decades [2] . The mainstream of the Yalong River is 1571 km before joining the Yangtze River and has a service area of 136,000 km 2 . The river has a theoretical hydropower reserve of 33.71 GW with 99.2% of the hydropower reserve concentrated in the Sichuan Province, southwestern China. This reserve is equal to an annual power generation of 151.636 TWh, accounting for approximately 24% of the total generation of Sichuan Province. The mainstream has a natural drop of 3830 m, and a development scheme of 21 cascade reservoirs has been planned along the mainstream, which have a total capacity mainstream, which have a total capacity of 30 GW and place the river in third place among China's 13 major hydropower bases in terms of installed capacity [3] . Simultaneously, a series of hydropower plants with multiple turbines in one tunnel [4] have been developed and are in development in southwestern China due to the influence of the geological environment, exploits, and economic conditions. Hydropower plant with multiple turbines in one tunnel (HPMTT) can be interpreted as multi-hydroturbine sets sharing a common penstock [5] . A hydropower plant with multiple turbines in one tunnel (HPMTT) with a long diversion system is illustrated in Figure 1 The Jinping-II, with the largest installed capacity in the midstream of the Yalong River, has the largest and longest hydraulic tunnels in the world and is a common example of a HPMTT. Eight Francis turbine generator sets, each with a unit capacity of 600 MW, were installed and the four headrace tunnels have a total installed capacity of 4800 MW. The Tianshengqiao-II reservoir (TSQII) is a huge hydropower station in the Hongshui River, and includes six large-size units with a total capacity of 1320 MW in the three tunnels. The Lubuge hydropower plant is the "window" of hydropower construction opening to the outside world in China and includes three hydroturbine sets sharing a common penstock. Table 1 lists the characteristics of the three hydropowerplants. There are difficult challenges associated with the optimal operation of these hydropower plants with multiple turbines in one tunnel. The system, short-term load dispatching (STLD) for HPMTT, aims to obtain optimal load dispatch [6] and startup/shutdown costs of the units [7] , but involves the grid demands, the complexity of hydraulic connections, and other electrical constraints. For instance, there are more complicated problems associated with a hydropower plant with "a hydroturbine set with a penstock" than merely a very large installed capacity, high water head, and complex vibration zones. First, changing the power generation of a unit at one period has a direct effect on the other units that share a common penstock because of the interconnected There are difficult challenges associated with the optimal operation of these hydropower plants with multiple turbines in one tunnel. The system, short-term load dispatching (STLD) for HPMTT, aims to obtain optimal load dispatch [6] and startup/shutdown costs of the units [7] , but involves the grid demands, the complexity of hydraulic connections, and other electrical constraints. For instance, there are more complicated problems associated with a hydropower plant with "a hydroturbine set with a penstock" than merely a very large installed capacity, high water head, and complex vibration zones. First, changing the power generation of a unit at one period has a direct effect on the other units that share a common penstock because of the interconnected hydraulic and electrical links. The load fluctuates frequently, which makes it easier to cause water-hammer impact, and the water hammer can have potential adverse physical impacts on the performance of hydraulic installations and may impact safe operations for users and operators [8] . Furthermore, these stations are often required to respond promptly to valley loads and peak loads to maintain electric power system security and reliability. Finally, the vibration zones, combined with complex constraints such as satisfying limitations on the duration of online/offline, make it more difficult to find reasonable and feasible operations of STLD for the HPMTT. These problems present a tremendous challenge for modeling and solving an HPMTT in China. In recent years, many researchers have used various mathematical programming and optimization techniques and have considered different kinds of constraints or multiple objectives, to solve STLD problems, featuring nonlinear, nonconvex, and large-scale characteristics. These methods can be roughly divided into two categories, the stochastic optimization methods and deterministic optimization methods [9] . The stochastic optimization methods include genetic algorithm (GA) [10] , ant colony optimization (ACO) [11, 12] , bee colony algorithm (BCA) [13] , and particle swarm optimization (PSO) [2, 14, 15] . The above methods have achieved many achievements in the optimization of STLD problem, but there are still some shortcomings including easily falling into a local optimum and premature maturity. Moreover, the quality of the solution is susceptible to related control parameters, and selecting the control parameters for modern evolutionary algorithms is a very difficult task. The deterministic optimization methods include mixed integer linear programming (MILP) [10, [16] [17] [18] [19] , dynamic programming (DP) [2, 20] , and improved dynamic programming methods. However, these methods each have their own disadvantages in terms of solving the STLD problem. MILP will need a large memory and cause a high computation cost with the problem size [13] . As a classic and sophisticated optimization method, the DP algorithm is still a better choice for the small scale of STLD problems due to its simple program implementation, stable computational process, and ability to search for a globally optimal solution or suboptimal solution.
Considering the disadvantages of single traditional mathematical methods and heuristic stochastic methods, hybrid algorithms [21, 22] that consist of two or more methods are proposed to enhance the searching performance and accelerate the convergence process for global optimum. Compared with a single algorithm, hybrid algorithms use the advantages of each algorithm to obtain a better optimal solution [13] . As will be shown, the STLD for HPMTT is modeled by means of a mixed 0-1 Nonlinear Programming (NP) problem, and, to solve it efficiently, a two-phase decomposition approach is proposed [23] . A hybrid algorithm for solving the STLD for HPMTT problems that combines a heuristic searching method and a progressive optimal algorithm is proposed in this paper. First, the heuristic searching method and progressive optimal algorithm (POA) used to search the desirable subproblems of unit-commit (UC) for the STLD of the HPMTT problem with complicated duration period requirements are proposed. Second, more subproblems of optimal load dispatch (OLD) results are produced using the DP. Although this two-phase decomposition approach is not new, the method applied in this paper is similar to Reference [24] . This paper is organized as follows: Section 2 analyzes the influencing factors and provides the mathematical model of the STLD problem. Section 3 proposes the model solution used to solve the STLD problem. Section 4 provides the simulation results from a case study based on TSQ II. Finally, conclusions are given in Section 5.
Two-Stage Model
STLD for HPMTT aims to determine the on/off status of units and tunnels and the OLD results, while meeting the reservoir, tunnel, and unit constraints for one day or load demands for one week. In this paper, the dispatch horizon T is set equal to 1 day with 96 intervals. In addition to the large installed capacity, high water head, and complex vibration zones, the difficulties with the HPMTT are the various hydraulic and electric connections of different units in one tunnel. To solve these problems, a two-stage model (TSM), a unit on/off model, and a load distribution model are proposed to solve the subproblems of UC and OLD. The unit on/off model is able to coordinate different governing systems and satisfy various mutual hydraulic and electric requirements. The objective of the load distribution model is to obtain OLD while satisfying the load demands and various constraints during a given period. The TSM is connected by the on/off status of the units and the water consumption of startup/shutdown.
Influencing Factors of STLD for the HPMTT Problem
For an HPMTT, the variability of the electrical load is one of the most important factors affecting the stability of a hydroturbine governing system during operation [25, 26] . Moreover, the mutual interference between units and complication of the hydraulic head calculation cannot be ignored. The principal objective of STLD for the HPMTT problem is to maximize hydropower operating efficiency and minimize total release water. Therefore, it is necessary to analyze the influencing factors of STLD for the HPMTT problem.
Hydraulic and Electrical Connections of HPMTT
When the load demands undergo very large fluctuations, the dynamic characteristics of the HPMTT referring to change of water level, power release, and power output are very complex, which mainly including hydraulic [9, 27, 28] and electrical [29] connection. The complexity of hydraulic connections is manifested by the shared hydraulic head of multiple turbines in one tunnel. When the steady state operation of one hydroturbine is disturbed, the consequent hydraulic connection affects the operation of other parallel hydroturbines installed due to the inseparable head connection of multiple power units in one tunnel. Furthermore, the complexity of electrical connections is characterized by the power balance and complex vibration zones. Meanwhile, load demand changes for a HPMTT are a key source of system instability and pose operational difficulties associated with hydraulic transient processes such as the emergency startup/shutdown of units [4] . During the emergency startup/shutdown of turbines in generating mode, the operation may frequently startup or shutdown units, which increases the total water consumption. Hence, the hydraulic and electrical connections in a common penstock have s strong effect on the HPMTT.
Penstock Head Loss
When water flows through the pressure water diversion pipe, the friction and local resistance in the penstock will result in penstock head loss [13] . The penstock head loss consists of frictional head loss and local head loss, ∆h = h f + h j . The frictional head loss can be calculated by Equation (1):
where h f is the frictional head loss, m; λ is frictional head loss coefficient; l is the length of the tunnel, m; R is hydraulic radius, m; v is flow velocity, m/s; and g is the gravity acceleration, m/s. The local head loss [30] [31] [32] can be calculated by Equation (2):
where h j is the local head loss, m; and ξ is local head loss coefficient. For the actual calculation, the net water head is typically used as the actual working water head of the unit, subtracting the penstock head loss. The penstock head loss can be calculated by Equation (3):
where ∆h is the penstock head loss, m; A is a constant that reflects the penstock characteristics, which is determined by various factors, such as local friction resistance and penstock inner surface roughness, section shape. The water discharge through each tunnel q is based on a constant velocity distribution with a mean velocity v over the complete cross section with an area S. In this paper, penstock head loss is considered in the load dispatch model.
Unit On/Off Model

Objective Function
(1) Startup/Shutdown water consumption:
where
(2) Number of units:
where n and N are the index and number of tunnels; t and T are the index and total dispatch periods; i and M n are the index and number of units for the tunnel n; f 1 is total water consumption of startup/shutdown cost, m 3 /s; y n,i,t is the on/off state of unit i for tunnel n in period t (on = 1 and off = 0); W n,i,t,on and W n,i,t,off are the startup water consumption and shutdown water consumption of unit i for tunnel n in period t, m 3 ; W n,i,on and W n,i,off are the startup water consumption and shutdown water consumption of unit i for tunnel n , with a given value, m 3 ; m and f 2 are the total number of units over the scheduling periods; and m t is the active number of units in period t.
Constraints
(1) Unit number constraints:
where m t is the maximum number of effective units in period t; N t is the maximum number of effective tunnels in period t; and M n,t is the maximum number of effective units of tunnel n in period t. (2) System power balance constraints:
where D t is the system load demand in period t, MW; and C n,i is the installed capacity of unit i for tunnel n, MW. (3) Combining vibration zones limits:
where pz t and pz t are the upper and lower bound of the combined vibration zone in period t, MW.
(4) Minimum uptime/downtime constrains:
where T n,i,t,up and T n,i,t,down are the continuously uptime/downtime of unit i for tunnel n in period t, h; and T n,i,t,on and T n,i,t,off are the online/offline durations that unit i for tunnel n had been continuously up/down until period t, h.
Load Distribution Model
where ∆t is the time period, s; u t is the total power release in period t, m 3 /s; q i,t is the power release of unit i in period t, m 3 /s; and f * 1 is the optimal water consumption of startup/shutdown cost in the first stage, m 3 .
Constraints
(1) Water balance constraints
where V t is the water volume at the end of period t, m 3 ; and IN t is the inflow in period t, m 3 /s.
where p i,t is power output of unit i in period t, MW. (3) Power output constraints
where P i,t and P i,t are the maximum and minimum power output of unit i in period t, MW.
where V and V are the maximum and minimum water volume in the reservoir, m 3 .
where Q i and Q i are the maximum and minimum releases of unit i, m 3 /s.
where z 0 and z beg are the initial reservoir level and the initial value of reservoir level, m.
where ps i,t and ps i,t
are the upper and lower bound of the vibration zone of unit i in period t, MW.
Model Solution
This paper proposes an effective approach, in which STLD for the HPMTT problem is decomposed into the subproblems, UC and OLD. The UC subproblem aims to determine the commitment schedule (on/off status of units) based on the unit on/off model, which is solved by a hybrid algorithm formed using a heuristic strategy and POA. The subproblem of OLD aims to determine the optimal power output level of each committed unit. The continuous variables (unit power) and the DP are used to solve the OLD subproblem.
Solution Approach
The aim of the unit on/off model is to determine the optimal UC with a mass of constraints, including unit number constraints (Constraint Group (1)), system power balance constraints (Constraint Group (2)), combined vibration zone limits (Constraint Group (3)), and minimum uptime/downtime constraints (Constraint Group (4)). Constraint Groups (1) to (3) are single-period constraints that can be satisfied to reduce the search space. Constraint Group (4) is a multiperiod constraint, which is very difficult to satisfy over all of the scheduling periods. The solution for the optimal UC must satisfy the load demands for the UC assemble, and also manage the online/offline period for the uptime/downtime of all units in different tunnels in extended calculation periods. Considering the complex constraints, especially Constraint Group (4), the solution of the STLD for HPMTT includes three phases:
Phase I: Obtaining the single-period feasible solution space S All possible UC combinations that satisfy Constraint Groups (1) to (3) can be divided into three steps for each period. First, combine all units to obtain all possible UC combinations assemble S that satisfy Constraint Group (1). Second, obtain the feasible solution space S by filtering the combinations that do not satisfy Constraint Group (2) period-by-period. Third, calculate and verify the combined vibration zones of all elements of the solution space to avoid falling into Constraint Group (3) during the operation process of each period. An element is deleted if it falls into the combined vibration zones, and an initial solution space S that satisfies Constraint Groups (1) to (3) is obtained.
Phase II: Obtaining the multiperiod optimal UC S * Search for the optimal UC combination that meets Constraint Group (4) in the S using POA. To avoid falling into the local optima when POA is applied directly to STLD for HPMTT, this study proposed an efficient solution methodology based on POA. Thus, the solution process can be divided into two steps: First, generate an initial feasible solution S in S that satisfies Constraint Group (4) using a heuristic strategy. Second, further produce the optimal UC S * in S with POA.
Phase III: Load dispatch among units The OLD results are obtained according to the criteria for determining water consumption by generation using DP, which is based on optimal UC S * .
Search Process of Single-Period Feasible Solution Space
First, set all possible UC assembles S = (S 1 , S 2 , . . . , S t , . . . , S T ) in each period, where S t = 2 m − 1 represents UC combinations that satisfy Constraint Group (1) in period t (m = N n=1 M n , m is the total number of UC combinations). Second, obtain the solution space S = (S 1 , S 2 , . . . , S t , . . . , S T ) by filtering combinations that do not satisfy Constraint Group (2) . Third, obtain the initial solution space S = (S 1 , S 2 , . . . , S t , . . . , S T ) by removing the on/off status of units and tunnels that fall into the combined vibration zone, where
represents UC combinations that satisfy Constraint Group (3) in period t (m t = N t n=1 u n,t , u n,t ≤ M n,t , u n,t is the active number of units for tunnel n in period t, and U(i) represents an effective UC assemble that satisfies all constraints). The solution of the UC scheme can be acquired from the UC combinations in S over the total dispatch periods. The detailed solution steps are as follows:
Step 1: Set t = 1, S is all possible UC assembles that satisfy Constraint Group (1) in each period.
Step 2: Calculate the element of the solution space S in period t.
Step 3: Obtain the solution space S t by filtering combinations that do not satisfy Constraint Group (2) in period t.
Step 4: If the startup mode falls into Constraint Group (3), delete the startup mode; otherwise, continue to Step 5.
Step 5: Set t = t + 1, if t ≤ T, go back to Steps 2, 3, 4; otherwise, continue to Step 6.
Step 6: Output the initial solution space S.
Initial Feasible Solution Generation of Multiperiod
The initial feasible solution S = (S 1 , S 2 , . . . , S t , . . . , S T ) can be acquired by searching the solution space S using the heuristic strategy that satisfies Constraint Group (4) in each period. The feasible region in the latter period will be sharply contracted when the generating scheme in the previous period is determined and the duration period constraints (Constraint Group (4)) are considered [24] . The detailed solution steps are as follows:
Step 1: Set s tk , the kth element of the initial solution space S t in period t. Set t = 1 and k = 1. Ensure s 11 is the first element of the initial feasible solution S 1 .
Step 2: Set t = t + 1, if t ≤ T, set s t1 as the first element of the initial feasible solution S t . Otherwise, continue to Step 6.
Step 3: If the startup mode in the interval of [1, t] satisfies the constraints of Equation (4), return to Step 2; otherwise, continue to Step 4.
Step 4: Set k = k + 1. If k is greater than elements number in the initial solution space S t , continue to Step 5. If not, replace s tk in period t with the kth element of the initial solution space S t and return to Step 3.
Step 5: Set t = t + 1, return to Step 1;
Step 6: Output the initial feasible solution S .
Optimization Process Based on Progressive Optimality Algorithm of Multiperiod
The POA is proposed to reduce dimensionality difficulties by decomposing a multiphase decision problem into several two-phase subproblems and obtain the optimal solution of the original problem by optimizing a series of nonlinear programming subproblems. POA has the advantage of being more capable than classical optimization techniques at addressing the nonlinearity and nonconvexity of both objectives and constraints [1] . More specifically, the advantage of POA over other optimization techniques is that it can decompose a multistate decision problem into several nonlinear programming subproblems to reduce dimensionality [24] . In this paper, after obtaining the initial feasible solution obtained by the heuristic strategy, POA uses the simplified dynamic programming recursive equation to search for the optimal solution. The process of POA for the short-term optimal startup mode is described below.
Step 1: Set the generating scheme to an initial startup mode generated by the heuristic strategy and initial objective function value f 1 and f 2 . Set t = 1, k = 1.
Step 2: Obtain a new startup mode by replacing the startup mode in period t with the kth element of the initial solution space S t . If the new startup mode meets Constraint Group (4), continue to step 3; if not, continue to step 4.
Step 3: Calculate the objective function values f 1 , f 2 according to Equations (1) and (2) . If f 1 < f 1 and f 2 < f 2 , replace the original generating scheme with a new generating scheme and set f 1 = f 1 and
Step 4: Set k = k + 1. If k is greater than elements number in the initial solution space S t , continue to Step 5. If not, return to Step 2.
Step 5: Set t = t + 1 and k = 1. If t ≤ T, return to Step 2. Perform the optimization by determining whether the objective value has been improved over the previous result. If so, set the new startup mode as the acquired result and return to Step 2. If not, continue to Step 6.
Step 6: Output the optimal UC S * = (S 1 * , S 2 * , . . . , S t * , . . . , S T * ).
Solution of Load Distribution Model
The objective of the OLD subproblem is to obtain STLD for the HPMTT when the net head and one power generation are predetermined for a generating unit combination. The DP has been widely applied to this problem. For the calculation process in this paper, set the number of units i as the phase variable, the total power output of unit m t i=1 p i,t as the state variable, and the power output of unit P i,t as the decision variable; water release Q i (p i,t ) is the cost function. The vibration zone constraint (constraint (7)) is considered a rigid restriction in this paper so the power output has to permanently avoid using the penalty function over the entire time horizon. The penalty function can be expressed as Q (p, h) = Q(p, h) + ∆h, where ∆h is the penalty value.
3.6. Two-Phase Decomposition Approach for Solving STLD of HPMTT Problem Figure 2 describes the detailed process of the two-phase decomposition approach for solving the STLD of the HPMTT problem. The flowchart is summarized below:
Step 1: Set the characteristic parameters of the tunnels and units, and load demands.
Step 2: Obtain a feasible solution space S of UC subproblem in Phase I.
Step 3: Obtain the initial feasible solution S of the UC subproblem using the heuristic strategy in Phase II.
Step 4: POA uses the simplified dynamic programming recursive equation to solve the optimal solution of the UC subproblem in Phase II.
Step 5: Obtain the optimal result of the OLD subproblem using DP in Phase III.
Step 6: If the water consumption does not satisfy the terminal condition, return to Step 2; otherwise, export the current trajectory as the solution for the hydropower system and close the thread pool. 
Case Study
Introduction of the Engineering Background and Setting the Parameters
The two-phase decomposition approach is applied to solve STLD for the HPMTT problem of the TSQII to evaluate its practicality. TSQII is located on the upstream of Nanpanjiang-Hongshui River, Guangxi Province, in southwestern China. The Hongshui River Cascade Hydropower Base is one of the 13 major hydropower bases in China and is an important energy base in South China. The Hongshui River flows from northwest to southeast with a length of approximately 1050 km, and it has a drainage area of 190,000 km 2 and a natural drop of 762 m. As a region with abundant water energy resources in China, 11 cascaded hydropower stations for the main upstream of Hongshui River have been put into operation. Combined with the Datengxia Hydropower Station under construction, the mainstream has a total cascade generating capacity of 13,645 MW. Among the plants, TSQII is second, containing six main generating units with three different tunnels and an installed capacity of 1320 MW. The #1 and #2 units, #3 and #4 units, and #5 and #6 units are located in tunnels A, B, and C, respectively. TSQII is a daily regulating storage reservoir and is very sensitive to the change of water head. The head change directly impacts vibration zones dynamically and cannot be overlooked. TSQII is one of the main power plants for the West-to-East Electricity Transmission Project and has a significant role in frequency control and peak load regulation tasks. TSQII clearly reflects the characteristics of a HPMTT, which has greatly increased the difficult of modeling and optimization. A real-time operation example that incorporates different typical load rates in the dry season is developed. Figure 3 plots different typical load rates for TSQII with a 96-point schedule, which has a single peak of 0.5 and a double peak of 0.29. During the wet season, there is abundant flood inflow in the Hongshui River. To avoid unnecessary spill flow and make full use of natural water resources, TSQII should generate has much power energy as possible. As a result, all of the units in different tunnels will be full-load operation. Table 2 shows the unit characteristics of TSQII. The initial dam water level for dry season is 642.18 m, and the minimum uptime/downtime are assumed to be 1 hour. Integrated operation characteristic curves of the units are shown in Figure 4 . Figure 5 shows the relationship curve of penstock head loss for TSQII. With the increase of the power release, the penstock head loss changes exponentially. 
Case Study
Introduction of the Engineering Background and Setting the Parameters
Analysis of Water Consumption for Different Startup Modes
A comparison of a turbine in one tunnel and two turbines in one tunnel is shown in Table 3 . The actual load demand is 652.6 MW, and the load rate is 0.49. A single-period (15min) is used as an example for analysis. From Table 3 , a turbine in one tunnel can achieve better total water consumption than two turbines in one tunnel. The total power release is 371.4 m 3 /s, and the optimal water consumption is 3.34 × 10 5 m 3 . Meanwhile, the average head loss of tunnel B is 4.14 m, and the average water consumption rate is 2.05 m 3 /(kWh) for a turbine in one tunnel, in which the optimal startup mode is #1 for tunnel A, #4 for tunnel B, and #6 for tunnel C. The total power release is 393.4 m 3 /s and the optimal water consumption is 3.54 × 10 5 m 3 . On the other hand, the average head loss of tunnel B is 19.62 m, and the average water consumption rate is 2.17 m 3 /(kWh) for two turbines in one tunnel, in which the optimal startup mode is #1 for tunnel A, and #3 and #4 for tunnel B. As a result, the single period water consumption decreased by 2 × 10 4 m 3 , and the total water consumption decreased by 1.92 × 10 6 m 3 . The scheduling results show a significant benefit for the daily regulating storage reservoir with high water head. 
Comparison of Homogeneous Dispatch and TSM
A comparison of the results obtained from homogeneous dispatch, which distributes the load demand evenly to units of different tunnels, and TSM is presented in Table 4 . It is clear that TSM can get better scheduling results than homogeneous dispatch. In dry season with high-rate load, the homogeneous dispatch fell into the vibration zone operation 51 times and the total water consumption is 3.75 × 10 7 m 3 ; the TSM fell into the vibration zone operation 0 times and the total water consumption is 2.70 × 10 7 m 3 . Further, in dry season with low-rate load, the homogeneous dispatch fell into the vibration zone operation 34 times and the total water consumption is 2.93 × 10 7 m 3 ; the TSM fell into the vibration zone operation 0 times and the total water consumption is 2.01 × 10 7 m 3 . These compared results fully demonstrate that the TSM is efficient for solving STLD for HPMTT problem while considering various constrains, and can get higher quality solutions with lower total water consumption. 
On/Off Status of Units and Tunnel Analysis
With the initial conditions and parameters set in Section 4.1, the proposed heuristic searching method and progressive optimal algorithm are applied to obtain the on/off status of the units and tunnels. Table 5 shows the corresponding UC schedule of dry season with high-rate load. As shown, with the multiperiod optimization process based on POA in Section 3.4, the proposed algorithm can reasonably arrange the order of unit startup and shutdown and avoid frequent unit startup/shutdown. The water consumption of unit startup/shutdown is obtained as 7200 m 3 . There are four different schedules in Table 5 : Two units operating from period 1 to 31 and period 84 to 96, four units operating from period 33 to 34 and period 54 to 82, five units operating from period 35 to 53 during high load, and three units for the other periods. Taking period 32 to 35 as an example, the power generation increased from 466.1 MW to 876.1 MW to respond to system demands. The number of startup units increased from three units to five units in order to connect the startup mode between periods. The three units operating included #1 for tunnel A, #3 for tunnel B, and #6 for tunnel C. Furthermore, when the load demands sharply decrease, the number of startup units correspondingly decrease. Power generation decreased from 646.1 MW to 428.5 MW to respond to system demands from period 83 to 84, and the number of startup units decreased from three units to two units.
The unit on/off states in dry season with low-rate load are shown in Table 6 . The load demands were lower than during dry season with high-rate load; thus, startup/shutdown was more frequent than during dry season with high-rate load. Simultaneously, the water consumption of unit startup/shutdown increased to 14,400 m 3 . Correspondingly, to meet the peak load regulation task of the hydropower plant, four units operated from period 41 to 56 and period 71 to 85. During the other periods, the number of startup units was less than 4 and included a turbine in one-tunnel mode in order to make full use of water energy and reduce water consumption. 
Simulation Results and Analysis for Dry Season with High-Rate Load
A unit must operate within its feasible generation range and avoid operation in the forbidden zones for that unit. The possible combining vibration zones must be known to determine the optimal scheduling. Table 7 lists the combined vibration zones for different combinations of generating units. The startup mode falls easily into the vibration zones in each period when the load demands change. The load dispatch results of the units during dry season with high-rate loads are shown in Figure 6 . As shown, the load dispatch results during dry season with high-rate loads easily fall into peak output due to the frequent change of load demands and vibration zone constraints. Using period 32 to 33 as an example, the power generation values fluctuated from 466.1 MW to 690.2 MW. Meanwhile, the load dispatch for each unit must be carefully determined because of the previous power output and varied constraints, which is the reason the power output of #1 for tunnel A slightly decreases in period 32. To respond promptly to peak loads and vibration zone constraints from period 34 to 82, it is significant and necessary to increase the number of startup units. In this case, the power output of each unit for each interval obviously meets the vibration zone limits, which indicates that the power output avoidance strategy proposed in Section 3.5 is effective. 
A unit must operate within its feasible generation range and avoid operation in the forbidden zones for that unit. The possible combining vibration zones must be known to determine the optimal scheduling. Table 7 lists the combined vibration zones for different combinations of generating units. The startup mode falls easily into the vibration zones in each period when the load demands change. The load dispatch results of the units during dry season with high-rate loads are shown in Figure 6 . As shown, the load dispatch results during dry season with high-rate loads easily fall into peak output due to the frequent change of load demands and vibration zone constraints. Using period 32 to 33 as an example, the power generation values fluctuated from 466.1 MW to 690.2 MW. Meanwhile, the load dispatch for each unit must be carefully determined because of the previous power output and varied constraints, which is the reason the power output of #1 for tunnel A slightly decreases in period 32. To respond promptly to peak loads and vibration zone constraints from period 34 to 82, it is significant and necessary to increase the number of startup units. In this case, the power output of each unit for each interval obviously meets the vibration zone limits, which indicates that the power output avoidance strategy proposed in Section 3.5 is effective. Figure 7 shows the load dispatch results for the dry season with a low-rate load. As shown, the power output obtained by the proposed two-stage model meets all of the constraints. As shown in Figure 7 , the unit output fluctuates substantially as the load demands frequently fluctuate. Figure 7 shows the load dispatch results for the dry season with a low-rate load. As shown, the power output obtained by the proposed two-stage model meets all of the constraints. As shown in Figure 7 , the unit output fluctuates substantially as the load demands frequently fluctuate. For the period from 41 to 60, the power generation values fluctuate from 685.3 to 78.3 MW, and the number of units fluctuates from 4 to 1. Essentially, the load dispatch for each period must be carefully performed due to varied vibration zones. From Figure 7 , the OLD subproblem successfully avoided the complex vibration zones by using the two-phase decomposition approach in this paper. Accordingly, there were six different ranges: Range 1 (period 1 to 36), range 2 (period 41 to 56), range 3 (period 60 to 66), range 4 (period 71 to 85), range 5 (period 91 to 96), and range 6 (other periods). One unit operated in range 1, range 3, and range 5 while satisfying the minimum uptime/downtime constraints and avoiding vibration zones. Four units operated in range 2 and range 4 because of higher load demands. For range 6, the number of startup units is less than 4, and the startup mode is a turbine in one tunnel.
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performed due to varied vibration zones. From Figure 7 , the OLD subproblem successfully avoided the complex vibration zones by using the two-phase decomposition approach in this paper. Accordingly, there were six different ranges: Range 1 (period 1 to 36), range 2 (period 41 to 56), range 3 (period 60 to 66), range 4 (period 71 to 85), range 5 (period 91 to 96), and range 6 (other periods). One unit operated in range 1, range 3, and range 5 while satisfying the minimum uptime/downtime constraints and avoiding vibration zones. Four units operated in range 2 and range 4 because of higher load demands. For range 6, the number of startup units is less than 4, and the startup mode is a turbine in one tunnel. 
Conclusions
In this paper, the TSM is proposed to effectively solve STLD for HPMTT problems, which is composed of a unit on/off model and a load distribution model. The significant innovations of the proposed method mainly include the following three points: (1) STLD for a HPMTT problem is decomposed into the subproblems of UC and OLD; (2) the unit on/off model, the new mathematical model, is proposed to solve the UC subproblem by a heuristic searching method and a progressive optimal algorithm; (3) the DP is used to solve the OLD subproblem, which is based on a fixed startup mode. Finally, the simulation results reveal that total water consumption of optimal dispatch can save a higher amount of water consumption than homogeneous dispatch. In conclusion, this paper proposes a new mathematical model that can achieve safe hydropower and economic operation. Furthermore, the successful applications of the proposed model demonstrate its utility and efficiency for solving the STLD for a HPMTT problem, such as the TSQII in the dry season under different typical load rates.
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